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January 26, 2016 

Ms. Amanda Clarkson 
1239 76lh Street SW, Suite A 
Byron Centet, Michigan 49315 

Dear Ms. Clarkson: 

Re: December 30, 2015 FOIA Request 

I am pleased to help you with your December 30, 2015 Freedom of Information Act ("FOJA"). Your request was 
received by the Village of Bensenville on January 26, 2016. You requested copies of the items indicated below: 

"Assessing and building permit records, as well as any records of environmental concerns for the following 
properties: {l) 1090 West Irving Park Road, (2) 1004 West Irving Park Road, and (3) 1000 West Irving Park Road. 
Also, would like to know if the properties along W. Irving Park Road between Kingery Highway and Eastview 
Avenue utilize the municipal water system." 

After a search of Village files, the following documents are enclosed to fulfill your request: 

1) 2004 RoofNotice of Violation for 1090-1098 West Irving Park Road. (2 pgs.) 
2) 2007 Annual Fire Alarm Inspection for 1090-1098 West Irving Park Road. (5 pgs.) 
3) 2008 Annual Fire Alarm Inspection for 1090-1098 West Irving Park Road. ( 4 pgs.) 
4) 2015 Non-Traffic Ticket for 1090-1098 West Irving Park Road. (2 pgs.) 
5) 2014 Annual Fire Alarm Inspection for 1004 West Irving Park Road. (4 pgs.) 
6) 2015 Correction Notice for 1004 West Irving Park Road. (2 pgs.) 

These are all of the documents that can be discovered responsive to your request 

Home addresses, home telephone numbers, etc. are "private information" under Section 2(c-5) of the FOIA, 5 
ILCS 140/2(c-5), and therefore exempt from disclosure under Section 7(1)(b) of the FOIA, S ILCS 
140/7(1)(b). Accordingly, they have been redacted from the information provided. 

Pursuant to Section 9 of the FOIA, 5 ILCS 140/9, I am required to advise you that I, the undersigned Freedom of 
Information Officer, reviewed and in consultation with an attorney for the Village, made the foregoing 
determination to deny a portion of your FOIA Request as indicated. Should you believe that this Response 
constitutes an improper denial of your request, you may appeal such by filing a request for review within sixty 
(60) days of the date of this letter with the Public Access Counselor of the Illinois Attorney General's Office, 
Public Access Bureau, 500 South Second Street, Springfield, Illinois 62706; telephone 1-887-299-FOIA; e-mail: 
publicaccess@atg.state.il.us. You may also have a right of judicial review of the denial under Section 11 of FOIA, 
5 ILCS 140/11. 

Do not hesitate to contact me if you have any questions or concerns in connection with this response. 



Chief Jack Barba 
(630) 594-3-'43 

Cell 630-6 70-1689 

DATE: 04-13-2004 

Bensenville Fire Department 
Fire Prevention Bureau I Inspectional Services 

500 S. York Road, Bensenville IL 60 I 06 
Business (630) 350-3441 Fax (630) 350-3427 

DEFENDANT Mike Grozdic 
ADDRESS 

RE: 1090-1098 W.Irving Park Rd , Bensenville IL 60106 

Dear DEFENDANT: 

An inspect ion of your property at 1090-1098 W. Irving Park, 
Bensenvill e , Illinois , on 02-27-2004 s hows the following 
violations of the code of ordinances of the Village of 
Bensenville : 

Allowing Persons to Occupy Premises Where Violations of Chapter 3 
of the BOCA National Property Maintenance Code Exist - PM-301.2 
(See the following violat ions) 

Failure to Maintain Exterior Structure - PM-304.1 The support 
system f or the mansard , roof a nd plywood underlayment is decayed . 

Failure to Maintain Exterior Wa lls - PM-304 . 6 t he exterior walls 
have Holes , Cracks or decayed wood and water is seeping into the 
interior . Mansard sides . 

Failure to Maintain Roofs and Drainage - PM-304.7 The roof shall be 
Sound , tight and not have defects . The gutters aren ' t properly 
mounted a nd some are deformed not in good repair . 

Failure to Maintain Interior Structural Members - PM-305.2 Because 
of water infilt r ation , the s tructural members ins i de the mansard 
and roof , the walls, the headers over the doors and behind the 
drywal l are decayed . 
Failure to maintain the over hang extensionPm 304 . 9 . The sides 
of the mansard are deteriorated and water damaged . 

A correction of these problems must be made by 05-15-2004, or a 
complaint will b e filed against you in a court of local 
jurisdict ion. 

You have a right to appeal this notice and order by filing a 



written application for appeal with the Board of Appeals for the 
Village of Bensenville. The applicat i on for appeal must be filed 
within twenty (20) days after the day this notice is served upon 
you and shall be based on a claim that the true intent of the code 
or the rules legally adopted there under have been incorrectly 
interpret ed, the provisions of the code do not fully apply or the 
r equirements of t he code are adequately satisfied by other means . 

Very truly yours , 

Thomas J Crowe 
Fire Inspector 
630-594 - 11 97 

Comment: Permits are requ i red for all work to be 
compl eted to compl y with the Bensenvil l e Vi l lage Code . 



April 2 1, 2007 

£""1 . _D . ~ . T 
"'-" U~LUIUl:.t.t:U .... f "Ult:CllUll "-"t:••v n:t:~, ..a.uc. 

830 Warren Avenue 
Downers Grove, CL 60515 

630-963-2410 
630-963-6305 fax 

Bensenville Fire Prevention Bureau 
500 S. York Rd. 
Bensenville, IL 60106 

Re: I 090-1098 Irving Park Rd. 

In compliance with Bensenville Fire Prevention Bureaus "General Fire Alarm 
Requirements," the above named location has been tested by our personnel, and unless 
otherwise noted, all equipment and/or devices performed satisfactorily and reported 
proper signals to the Bensenville Communication Center. 

Sincerely, 

J-tlMY/1 {_ ?o~'( 
.Jason E. Rodriguez L 
Vice President, Operations /Y' 

Enclosures 

Committed To Perfection In Property Protection 
State of Illinois Alarm Contractors License #127-001028 



Annual Fire Alarm Inspection and Testing Form 

Teiitlng Company Information: 
Name: Customized Protection Services 
Address: 830 Warren Ave., Downers Grove 
Representatives: 
License No.: 127-001028 
Telephone: 630-963-2410 

Monitoring Entity 

Contact: Bensenville Communication Center 

Telephone: 630-350-3456 

Monitoring Account No.: 604 

Type of Transmission 
( )- Digital 
(X}- Reverse Polarity 
( )- RF 
( )- Other 

Panel Manufacture: Firclite 

C ircuit Styles: \'> ~ ._,. 

No. of Circuits: '1 

Last date system was serviced: 

Property Information: 

Date: 3/6/07 
Time: 10:30 

Name: I 090-1098 Irving Park Rd. Property 
Address: 1090-1098 Irving Park Rd., Bensenville, IL 60 106 
Owner: Mike Grozdic 
Telephone: Harvey Dikinis 630-404-2320 (Tenant) 

Approving Agency 

Contact: Bensenville Fire Prevention Bureau 

Telephone: 630-350-3448 

Model No.: MS4424B 

Initiating Devices: 

Quantity 

b 

I ~~ 

Circuit Style 

rs 
Manual Pull Box 

Photo Detectors ---- ·- Duct Detectors 

Heat Detectors ---- ---- Waternow Switches ------· -----·· 
Supervisory Switches 

Other: 

j 

i 
w.·; 

l 
I 
I 
I 
I 
I 
I 

I 



Alarm Indicating/Notification Appliances and Circuit Information 

Quantity 

L-l 

Circuit Style 

'-{ 
Strobe..'> 

Horn & Strobe 

No. of Indicating Circuits: .)_ 

Arc Circuits Supervised: ()l) Yes ( ) No 

System Power Supplies 

a. Primary (Main): Nominal Voltage: I le> 

Others: 

I (-' , Amps __ ~=-

Location (Panel Number): ________ ___ _ 

Disconnecting Means: _____________ _ 

b. Seconda ry (Standby): 

__ ;1-_""_\ _v_' ___ Storage Battery: Amp Hr. Rating: 7 A.' t 

Type of Battery 

(/.) Sealed Lead Acid 

( ) Other: _________ _ 

Prior to Testing 

Notifications Are Made: Who Time 

Monitoring Entity '"ffd- I JO:~<:> 

Building Mgmt. ti Ae~1=Y~~t 10i50 
Building Occupants AL\._ 11 · 0 ~ 

System Tests and Inspections 

Type Visual Funtional Comments 

Control Panel w ( ) 

Interface Equip. 0() ( ) 

Lamps/Lcds (.,() ( ) 

Power ('f) ( ) 

Trouble Signals <j ( ) 



Remote Annunciators 

Notification Appliances 

Audible 

Visual 

Type of Device Quantity 

MFA Pull Box 6 

Photo Detectors K' 
Duct Detectors -
Heat Detectors :::l. 

Switches --
Other: - ·· 

Special Procedures: 

( ) 

0'-> 

( J() 

On/Off Premises MooitoriDg: 
Yes 

Alarm Signals ~ 

Alarm Restorals 

Trouble Signals 

~) 

<(> 

( ) 

Initiating and Supervisory Device Tests and Inspections 

Visual Jnspection 

.t'f.\ ~> 

y>!lS:~ -
rA s. > 
- -

No 
( ) 

( ) 

( ) 

Functional Test Pass/Fail 

PAs.<::.. ~A~5. 

f74 ~> fAS..~ 

-
f"A '> f>As.~ 

- ·-
~-·-

Time Comments 

+-



Notifications That Testing Is Complete: 
Yes No Who 

Building Mgmt. ~ ( ) tlA\2..vd 

Monitoring Agent. (/<) ( ) D:E!.I?-# ~I 

Building Occupants r) ( ) A\,...t~ 

The Following Did Not Operate Correctly: 

System Restored To Normal Operation: Date: 3 / b/o'7 Time: 

Testing Performed In Accordance With Applicable NFPA Standards. 

Name Of Inspector: .:) A.!..ovv \<:.'-'DR., 1 (, •.> L z: . 
Date: 3 / ~ /o ··i 

Time 

ti'.-:>-.:-

J/.'So 
i/'. 3.o 

Signature: / f f----6 
Name Of o:Zr/Reprcsentative: 

--------------~ 

Date: ___ _ 

Signature: ----------------



Annual Fire Alarm Inspection and Testing Form 

Testing Company Information: 
Name: Customized Protection Services 
Address: 830 Warren Ave., Downers Grove 
Representatives: 
License No.: 127-001028 
Telephone: 630-963-2410 

Monitoring Entity 

Contact: Bensenville Communication Center 

Telephone: 630-350-3456 

Monitoring Account No.: 604 

Type of Transmission 
( )· Digital 
(X)- Reverse Polarity 
( )- RF 
( )- Other 

Panel Manufacture: Firelite 

Circuit Styles: 

No. o f Circuits: 

Last date system was serviced: 

Property Information: 

Date: 8/26/08 
Time: 12:30 

Name: 1090-1098 Irving Park Rd. Property 
Address: 1090-1098 Irving Parle Rd., Bensenville, IL 60106 
Owner: Mike Grozdic 
Telephone: Harvey Dikinis 630-404-2320 (Tenant) 

Approving Agency 

Contact: Bensenville Fire Prevention Bureau 

Telephone: 630-350-3441 

Model No.: MS442413 

Jnitioting Devices: 

Quantity Circuit Style 

& Manual. Pull Box 

15" L3 Photo Detectors 

Duct Detectors 

8 Heat Detectors 

Waterflow Switches 

Supervisory Switches 

Other: 



Alarm Indicating/Notification Appliances and Circuit Information 

Quantity Circuit Style 

Strobes 

Horn & Strobe 
......... 

Others:. 

No. of Indicating Circuits: ~ 

Are Circuits Supervised: (./)Yes ( ) No 

System Power Supplies 

a. Primary (Main): Nominal Voltage: 1 IO , Amps 1,X 

Location (Panel Numbcr):_~=.>_M_\-'---------

Disconnecting Means: __ _,=tf~----------

b. Secondary (Standby): 

___ :J...-=..i_._v _ __ Storage Battery: Amp Hr. Rating: 7 
Type of Battery 

<{.)Sealed Lead Acid 

( ) Other: _________ _ 

Prior to Testing 

Notifications Arc Made: Who Time 

Monitoring Entity ~ ~o )~ '.30 

Building Mgmt. J/\~~tl ,.,·.$0 

IJuilding Occupants t\ ~ ~ \ 
)} : :s.c> 

System Tests and Inspections 

Type Visual Funtional Comments 

Control Panel Cf) (/) 

Interface Equip. <f) <74 
Lamps/Leds (~ (~ 

Power <p (~ 

Trouble Signals Cf> <f 



Remote Annunciators 

Notification Appliances 

Audible 

Visua l 

Type of Device Quantity 

MFA Pull Box 

Photo Detectors ~ 
Duct Detectors 

Heat Detectors 

Switches 

Other: __ _ 

( ) 

(~) 

{ 7' 

{ ) 

(-,£) 

(f) 

Initiating and Supervisory Device Tests and Inspections 

Visual Inspection Functional Test Pass/Fail 

flls~ eA~> ?A-~ 

?AS~ ~~>> \>85S 

~A>> ?f\~> r~~ 

-
Comments: ____ _ _ _____________________ _ 

Special Procedures: 

Comments: --------------------------

On/Off Premises Monitoring: 
Yes No Time Comments 

Alarm Signals (?<') ( ) lJ : $,1 · J .}v 

Alarm Restorals ~) ( ) l d :ju.J: .k 

Trouble Signals <f> ( ) l a: ~o--J: _;ti 



Notifications That Testing ls Complete: 
Yes No Who Time 

Building Mgmt. <N ( MU" \'.0 

Monitoring Agent. en ( ) -4f YD \:,$0 

Building Occupants (~ ( A'' 
130 

The Following Did Not Operate Correctly: 

System Restored To Normal Operation: Date: k )q-~/o S? Time: i' sv 
Testing Performed In Accordance With Applicable NFPA Standards. 

Name Of Inspector: ~ >?t>c~V Q() t>Q \ i •) E Z.. 

Date: f{ /·a-~ Joi 

s;g""""" t ~ .,,p 
Name Of Ow~epresentative: 
Date: 55 A·\/o;! 
Signature: [~ ~..::z.~c·~(C> 

;;:::__, 



CASE NO. VC-00735.00 

VILLAGE OF BENSENVILLE 
NON-TRAFFIC COMPLAINT 
AND NOTICE TO APPEAR 

TICKET# 735 

STATE OF ILLINOIS COUNTY OF: COOK I DUPAGE 
VILLAGE OF: BENSENVILLE 

IN THE ADMINISTRATIVE ADJUDICATION COURT OF THE 

A MUNICIPALITY PLAINTIFF VS. 
D NAME Catalano, Joseph 

VILLAGE OF BENSENVILLE 
DUPAGE COUNTY, ILLINOIS- 60106 

~ OWNER ADDRESS 443 West Moreland Street 

E CITY Addison STATE IL 

~ PHONE NO. 60101 
A 

N Location of Violation 1,090.00 W IRVING PARK RD , Bensenville, IL, 
T 

THE UNDERSIGNED STATES THAT ON 4/6/2015AT 

THIS DEFENDANT DID UNLAWFULLY COMMIT THE FOLLOWING OFFENSE(S): 

ZIP 60101 

"lnspectional Services Supervision: Where required by the fire official to protect from hazards to life 
and property, the fire alarm systemshall terminate at the village designated dispatch center. Private 
monitoring services shall be allowed in addition to required village monitoring." (REFERENCE 
RESOLUTION #R-26-2011) 

Comment: Failure to have Fire Alarm System connected to the Village of Bensenville 's monitoring center 
via a radio reciever. 

IN VIOLATION OF IFC 903.4.1.1 (la) OF THE BENSENVILLE MUNICIPAL CODE 

1,090.00 W IRVING PARK RD , Bensenville, IL, 

A ADMINISTRATIVE ADJUDICATION COURT LOCATED AT: 
P THE VILLAGE OF BENSENVILLE p 
e 2No FLOOR BOARD ROOM 
A 12 S. CENTER STREET, BENSENVILLE, IL 60106 

= ON: 5-14-2015 
N AT: 2:00 P.M. 
c 
E (X] YOU MUST APPEAR IN COURT, IN PERSON, ON THE ABOVE DATE AND TIME 



FAILU~ TO APPEAR MAY ~SULT IN A DEFAULT JUDGWENT AGAINST YOU, INCLUDING A FINE IN THE AMOUNT SI 
FORTH IN THE VILLAGE CODE, IN ACCX>R:>ANCE VVITH ORllNANCE f\UMBER 182011, LP TO $750.00 FCJRl.CH DAY THE 
OFFENSE REMAINS IN VIOLATION OF THE VILLAGE CX>Cl::, ALONG WITH COURT COSTS, AND YOU WILL FLRTHER I 
REQUIRED TO BRll\G lliE PROPERTY INTO RJLL COMPLIANCE VVITH THE VILLAGE CODE WITHIN 30 DAYS C 
JUDGWENT. 

IN ACCORDANCE WITH VILLAGE OF BENSENVILLE BDINANCE 18-2011, AS APPR:>vED ON FEBRU<\RY 8, 2011, Al'D A! 
AMENDED FROM TIME TO TIWE THE DEFENDANT MAY BE ~SPONSIBLE FOR FINES UP TO $750.00 FOR EACH DAY Tt
OFFENSE REMAINS IN VIOLATION OF VILLAGE ORllNANCE. 

UNCl::R PENAL TIES AS PROVICl::D BY LAW FOR FALSEl£R11FICATION PURSUANT TO SECTION 1-109 OF THE CODE OF 
CIVIL PROCEc:xJRE, THE UNCl::RSIGNED CERTIFIES THATTHE STATEMENTS SET FORTH IN THIS CX>MPLAINT ARE TRU 
AND CORRECT. 

SIG l'E D AND SWORN BE FO ~ ME: 

SIGNA TU~----~~~ fleA)/, ____________ _ 
INSPEC~ 

FOR ANY GENERAL QUESTIONS REGARDING THIS NOTICE, PLEASE CALL 630.350.3413 



-:.·· 

Name: POUCETRONICS. INC. 

Address: P.O. Box 2593 Orland Park. Ill. 60462 

Representative: JOHN E. HORVATH 

license NumberM: ___ .:.12~7._.()()==0=3~74~-

MONITORING ENTllY 

Contact Bensenville Fire Prev. 

Telephone: 630-766-8200 

Monitoring Account Ref. No. 3187 ADT 

TYPE TRANSMISSION 

Mcculloh 

Multiplex 

Digital 

Reverse Priority 

RF X 

Other (Specify) 

Control Unit Manufacturer 

Circuit Styles: B 

Number of Circuits: SLC 

Software Rev: 

Flrcllte 

Last Date System had any service performed2/16/2012 

Last Date that any software or configuration was revised: N/A 

INSPEcr!ON AND TESTING FORM 

Name: Dunkin Donuts- Bensenville 

Address: 1004 W. Irving Park Road 

Owner Contact:: Ashman 

Telephone: 630-303-7014 

!\PPROV!NG AGENCY 

Contact: 

Telephone: 

SERVICE 

Weekly 

Monthly 

Quarterly 

Semiannually 

Annually X 

Other (Specify) 

Model No.MS 90SOUDS 

AlARM INITIATING DEVIC£S AND CIRCUIT INFORMATION 

QUANTITY 

2 

6 

1 

CIRCUIT STYLE 

B 

B 

B 

Manual Fire Alarm Boxes 

Ion Detectors 

Photo Detectors 

Duct Detector 

Heat Detectors 

Waterflow Switches 

Supervisory Switches 

Date: March 5, 2014 

Time: 11:14am 

Other(Specify): _ _ _____ _______ _ 

Alarm verification feature is DI sabled Enabled X 



ALARM NOTIFICATION APPUANt~~ANO CIRCUIT INFORMATION 

QUANTITY QBC!,,!II~TYL~ 

Bells 

2 B Horns 

Chimes 

2 B Strobes 

Speakers 

l annunciator Other (Specify} Functional 

Number of alarm notification circuits: 

Are circuits monitored for integrity?: YES NO 

SUPERVISORY SIGNAklNJTIATING DEVICE$ ANO CIRCUIT INFORMAJ!ON 

QUANTITY CIRCUITS1YLE 

N/A 

Building Temp. 

Site Water Temp. 

Site Water Level 

Fire Pump Power 

Fire Pump Running 

Fire Pump Auto Position 

Fire Pump or Pump Controller Trouble 

Generator in Auto Position 

SIGNALING LINE CIRCUITS 

Generator or Controller Trouble 

Switch Transfer 

Generator Engine Running 

Quantity and style of signaling line circuits connected to system (see NFPA 72, Table 6.6.1) 

Quantity 1 Style(s): SLC 

SYSTEM POWER SUPPLIES 

a. Primary (Main): Nominal Voltage: 120 Amps:20 
b. Amps: _______ _ 

Location of Primary Supply Panel Board: Right side of rear door 

Disconnecting Means Location: 

c. Secondary (Standby): Battery 12AMP HR. 

Calculated capacity to operate system, in hours 

Location of fuel storage: 

TYPE BATTERY 

24 x 

Ory C.ell X 2/25/10 Nickel·Cadmlum 

x Sealed Lead Acid Lead-Acid 

Overcurrent Protection Type: 

Storage Battery: Amp Hr. Rating. 

60 

Other (Specify) 

d. Emergency or St<indby system used as a back up to primary power supply, instead of using a secondary power supply 

__ Emergency system described in NFPA 70, Article 700 __ Legally required standby described in NFPA 70, Article 701 



..... 

NOTIFICATIONS ARE MAPE 

Monitoring Entity 

Building Occupants 

Building Management 

Other (Specify) 

AHJ Notified of Any Impairments 

'NPE 

Control Unit 

Interface Equipment 

lamps/LEOS 

Fuses 

Primary Power Supply 

Trouble Signals 

Disconnect Switches 

Ground-Fault Monitoring 

SECONQARV POWER 

TYPE 

Battery Condition 

load Voltage 

Discharge Test 

Charger Test 

Specific Gravity 

TRANSIENT SUPPRESSORS 

REMOTE ANNUNCIATORS 

NOTIFICATION APPUANC£S 

Audible 

Visible 

Speakers 

Voice Clarity 

.. ·····- .; .... __ ._. ____ ...__,_. ___ ;.._.: ....... -.... ·--··-·· - ~-·-·-- ----' - ·· · -··----- -

YES 

x 
x 
x 

PRIOR TO ANY TESTING 

NO WHO 

Jamie 

TIME 

11:14am 

SYSTEM TESIS ANP INSPECTIONS 

VISUAL FUNCDONAL COMMENTS 

x 
x 
x 

x 
x 

x 

VISUAL FUNCTIONAL COMMENTS 

x 4 YEARS OLD - Good Condition 

x 

x 

x 

INITIATING ANO SUPERVISORY PEVICE TESTS AND INSPECTIONS 

DEVICE VISUAL 

LOC&S/N TYPE CHECK 

2 Pulls 

6Smokes 

l Heat 

COMMENTS: 

FUNCTIONAL 

TEST 

x 

x 
x 

FACTORY 

SETTING 

MEASURED 

SETTING 

............. .. ......; •:;...; 

PASS FAIL 



EMERGENCY COMMUNICATIONS AND EQ 

Phone Set 

Phone Jacks 

Off-Hook Indicator 

Amplllier(s) 

Tone Generator(s) 

Call-In Slgnal 

System Performance 

INTERFACE EQUIPMENT 
Specify _ __________ _ 

Specify ___________ _ 

SPEOAL HAZARD SYSTEMS 

Specify __________ _ 

Specify ___________ _ 

I 

fA,7,,. I C!:m .. 
"'OOMl'll1Ei1' ~ .t llUIOfNTIAL llCVllllV • lfOMf llllAIER 

r.o. ... 269l. Oflcl1d Pa'o. ll 60402 . 
(10114U.9197 • FAX [1115) 440-3~ 

·--~~ VISUAL FUNCTIONA!. COMMEff'!"S 

· DEVICE 

VISUAl OPERATION 

SIMULATED 

OPERATION 

Special Proc:edures: __________ .....;.. _____ _._ __________ _._ ____ _ 

SUPERVISORY STATION MONITORING 

Ala.rm Signal 

Alarm Restoration 

Trouble Signal 

Supervisory Signal 

Supervisory Restoration 

NOTIFICATIONS THAT TESTING IS COMPLETE 

Bulldlng Management 

Monitoring Agency 

Building Occupants 

Other (Specify) 

• YES 
x 
lr 

x 
JL 

YES 

_x_ 

NO 

NO 

TIME COMMENTS 

U-:ASam Kathy 

WHO 

Kathy 
TIM~ 

11 :45am 

The following did not operate properly:. _ _______ ~-----------------

SYSTEM RESTORED TO NORMAL OPERATION DATE; 3 / 6 / J 4 TIME:. __ 1;_1.:.....:;...: ..;;;.4..;;;.5..;;;.a;_rn.;.._ __ 

nns TESTING WAS PERFORMED IN AC~RDAfo!~ WITH A~UUB.lf NFPA STANDARDS 

NAME OF INSPECTOR: 3 16 11 4 TIME:. __ 1l..1J-.L: ,..4.,,.5:.:::a~rn"-----, 

SIGNA1ur'"--~.,_ _ _,c,:.._ _______ ,...__,,_-=------
DATE: _ _,_,.:z;...--'---+---- TIME:._-1-J._..._<. __ > _ __ _ 



Inspection Number: 40060 

IB 
VILLAGE OF BENSENVILLE 

INSPECTIONAL SERVICES 

BENSENVILLE 
r-o,v.v1n1 ··y & r-:-cn1011 1c:

D ~ I E i°}f>IJI !=-"'" t 

12 South Center 
Bensenville, IL 60106 

630-350-3413 fax:630-350-3449 

Type of Inspection: NON-RESIDENTIAL INSPECTION 

CORRECTION NOTICE 

Address: 1004 W IRVING PARK ROAD Unit: 

Business name:: DUNKIN' DONUTS I BASKIN ROBBINS Phone: 630-860-5217 

Business Owner: Address: 1002 NORDIC BENSENVILLE, IL 

Inspection Date: 

ALI PLASTICWALA 

12/8/15 Inspector: LINDSAY LAYCOAX 

Checklist# 
005 

030H 
120N 
150D 
160E 

160G 
1601 

175E 
180D 

Violation 
VILLAGE REGULATIONS 

INSTALL 250.00 ON HANDICAP SIGN 
NEED BLANKS IN PANEL 
BATHROOM NEEDS EXHAUST FAN 
EMERGENCY LIGHTING INOPERABLE 

EM/EXIT LIGHT BURNED OUT 
INSTALL 10 POUND ABC EXTINGUISHER 

KEEP STORAGE 24 IN. FROM CEILING 
FIRE ALARM SYSTEM -ANNUALLY 

Additional Remarks/Comments: 

Reinspection 40064 created on 12/08/2015 
by 652311ay 

Violation comment 
BUSINESS LICENSE MUST BE DISPLAYED IN A PROMINET 
LOCATION. 
Sign and fine must be posted. 
All openings in electric panel need to be filled with blanks. 
All bathrooms must have a working exhaust fan. 
Emergency Back-Up lights need to function as disigned and 
illuminiate upon testing. All emergency lights need to be lightly 
secured and light up the floor/steps to show the path of egress. 
Exit Lights to be lit at all times and need to function as disigned. 
All fire extinguishers need to be a minimum of 10# ABC rated and 
tested every year with a correct corresponding tag showing test 
month and year. Fire extinguisher must be mounted no more than 
48 inches from floor to top of extinguisher. 
All storage must be maintained 24 inches below ceiling. 
Need to have the Fire Alarm annually certified by a licensed 
contractor and have the report posted in a conspicuous place next 
to the panel. 

THOSE ITEMS LISTED ABOVE ARE VIOLATIONS OF BENSENVILLE'S ADOPTED VILLAGE CODE AND/OR 
PROPERTY MAINTENANCE CODE. THIS IS YOUR WRITIEN "CORRECTION NOTICE". FAILURE TO CORRECT THE 
ABOVE LISTED VIOLATIONS WITHIN THE PRESCRIBED TIME CAN RESULT IN A FINE OF UP TO $750 PER 
VIOLATION, PER DAY. 

You are hereby notified to remedy the conditions as stated above within 30 days from the date of this order. Appeal from this 
order may be made within 20 days from the above date of service. Direct such appeal for a hearing before the Bensenville 
Board of Appeals in writing through the Director of lnspectional Services, 12 South Center. 

Neither this inspection nor any Certificate of Occupancy issued by the Village of Bensenville shall be considered a complete 
list of Code or Municipal Ordinances. Our inspection can be substantially limited by access available and stored items or 
furniture. Some occupancies may require inspections to be completed on individual systems such as healing appliances, 
roofing, structure or fire protection systems. If you have questions about this inspection, please call 630-350-3448. 

DISCLAIMER: The Village of Bensenville does not warrant the condition of any property inspected and 
disclaims all liability for any claims arising out of the property or condition thereof. 



IB 
BENSENVILLE 

1; 0•/;_1-.) tJNlt .. .S fCO l-JO~U C 

o.H 'lt ~O"Nt'l i 

Type of Inspection: 

VILLAGE OF BENSENVILLE 
INSPECTIONAL SERVICES 

12 South Center 
Bensenville, IL 60106 

630-350-3413 fax:630-350-3449 

NON-RESIDENTIAL INSPECTION 

CORRECTION NOTICE 

Address: 1004 W IRVING PARK ROAD Unit: 

Business name:: DUNKIN' DONUTS I BASKIN ROBBINS Phone: 630-860-5217 

Inspection Number: 40060 

Business Owner: ALI PLASTICWALA 

12/8/15 

Address: 1002 NORDIC BENSENVILLE, IL 

Inspection Date: Inspector: LINDSAY LAYCOAX 

Copy of this report received by/mailed to: 

Inspector: Date: 
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